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EXTERIOR MECHANICAL EQUIPMENT LOCATED INSIDE SCREENWALL:
1. (2) 270 ton cooling towers will provide condenser water to the loop distribution system
2. 13,000 CFM energy recovery unit will provide ventilation for the buildings upper levels
3. 500KW gas fired generator will provide emergency power for the buildings life safety

system

MECHANICAL EQUIPMENT LOCATED WITHIN PENTHOUSE:
1. (3) 3,000 MBH gas fired boilers will provide heating hot water to the loop distribution system
2. Hot water and condenser water pumping systems
3. (2) 300 gallon gas fired domestic water heaters

Roof top emergency elec room:
1. Life safety distribution system which include ATS and emergency distribution panel boards

Roof top normal elec room:
1. 1200 amp normal power distribution board
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THE MECHANICAL PENHOUSE AREA SERVES AS THE "CENTRAL PLANT" FOR THE
HOTEL, PRODUCING HOT WATER FOR HEATING AND DOMESTIC USES AND
CHILLED WATER FOR COOLING.  ALSO, THE EMERGENCY GENERATOR
PROVIDING EMERGENCY POWER FOR THE LIFE SAFETY SYSTEM FOR THE
BUILDING.
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